CITY OF GALVESTON - BID # 23-06
ADDENDUM No. 1
Sandhill Crane Soccer Complex

Date: 3/3/2023
To: Prospective Bidders

Subject:  Addendum No. 1
Sandhill Crane Soccer Complex

This addendum forms part of the bidding and contract documents and modifies the
original bidding documents dated 1/17/2023. Acknowledge receipt of this addendum in the
space provided below. FAILURE TO DO SO MAY SUBJECT BIDDER TO
DISQUALIFICATION.

Item No. 1 Revision — Document 00410 Proposal Form
Remove and replace Proposal Form. Adjustments made to bid form.

[tem No. 2 Revision — L0.00A
Remove and replace L0.00A. Adjustments made to bid alternate #6.

[tem No. 3 Revision - C2.0, C2.1, C2.2
Remove and replace C2.0, C2.1, C2.2. Existing topographic information added to sheets.

Item No. 4 Revision - C3.0
Remove and replace C3.0. Adjusted north parking lot dimensions.

Item No. 5 Revision — C4.0
Remove and replace C4.0. Added CW lead to drinking fountain and clarified contractor provided
water meters.

[tem No. 6 Revision - C5.0
Remove and replace C5.0. Adjusted swale elevations.

Item No. 7 Revision - C6.0, C6.1, C6.2
Remove and replace C6.0, C6.1 and C6.2. Adjusted grading at northern parking lot and clarified
field turf.

[tem No. 8 Revision - A2.01
Remove and replace A2.01. Updated door schedule, floor plan and reflected ceiling plan.

Item No. 9 Revision - A3.01, A3.02
Remove and replace A3.01 and A3.02. Updated F.F.E. and gate elevation.

Item No. 10 Revision — A3.04
Remove and replace A3.04. Added gate details.
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CITY OF GALVESTON - BID # 23-06
ADDENDUM No. 1
Sandhill Crane Soccer Complex

Revision - A3.21
Remove and replace A3.21. Updated men’s restroom north elevation.

Revision - L2.01, L3.01, L4.01
Remove and replace L2.01, L3.01, L4.01. Adjustments made at northern parking lot.

Revision — L2.08
Remove and replace L2.08. Updated coordinates and furniture schedule.

Clarification

Questions regarding substitution requests.

The city does not approve product substitution during the bid phase. Substitution requests are
performed by the selected contractor during the construction phase.

Clarification

The Greenheck louvers as shown in the louver schedule on sheet M-401 are 48”x48” metal.
This size does not match what’s shown in the architectural elevation drawings, and the
metal material does not resemble the faux plastic shutters they are to match. Are these the
correct louvers? Please clarify the size, specs, and suppliers for all shutters and louvers.
The intent is to use the metal louvers specified by mechanical. In lieu of size 48" x48" noted on
Sheet M-401 , Provide 2 louvers in each restroom at 24" x 60" each per plan. Verify the free area
meets mechanical requirements noted on M-201. Submittal required for MEP approval.

Clarification

Is a post to be installed in the center of both entrances between the gates?

No gate post shall be located in the center of the driveway. Keynote letter H indicates the location
for the detail enlargement of the gate post layout.

Clarification

Will the Owner provide the temporary water and electrical?

Reference Spec 01500 Temporary Facilities and Controls for temporary water and electrical
standards.

Clarification
Is builder’s risk and windstorm insurance required for the restroom?
Builder's risk and windstorm insurance is required for the restroom building.

Clarification

Who will be responsible for the street repair on 7 Mile Road where the 24” RCP is installed
by others?

The “others” noted in the plans will be responsible for the street repair on 7 mile road.

Clarification
Please clarify what permits will be required and if the City will waive the permit fees.
Permits must be obtained; however, the associated fees will be waived.
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CITY OF GALVESTON - BID # 23-06
ADDENDUM No. 1
Sandhill Crane Soccer Complex

Clarification
Will the contractor be required to remove and dispose of all vegetation prior to filling?
Contractor shall remove and dispose of vegetation prior to filling.

Clarification
Is the subsiding for the restroom 2" plywood?
Subsiding for the restroom building is identified on sheet S6.02.

Clarification
Please clarify the wall stud sizes. Some walls are 2x8 studs and some are 2x6.
Wall studs on grids 2 and 5 are 2x8 and the remaining are 2x6.

Clarification
Is there a soffit on the restroom floor deck?
Restroom floor deck shall receive fiber cement soffit.

Clarification
Is the restroom floor to be insulated?
The restroom floor is not insulated. Refer to MEP for piping insulation.

Clarification
Is the 1 1/8” subfloor treated or not?
The 1 1/8" subfloor is treated.

Clarification

Floor drains are shown in a concrete floor, but there are no concrete floors in the restroom.
Please clarify.

The floor drain is a plumbing detail, the floors are tile. This is a typical detail to depict the floor
line/floor drain and grate finish requirements. The MEP detail shall not be used for flooring
material.

Clarification
Are floor joists at 24” centers or 16” centers?
Reference sheet S3.01 for floor joists.

Clarification
Do you want a mop sink in the storage room?
No mop sink in the storage room is indicated.

Clarification
Are there any lights below the restroom?
No lights below the restroom building are indicated.

Clarification

Is the concrete shown for the site amenities in addition to the sidewalk bid item? Such as
concrete for bleachers, shade shelters, picnic tables, benches, bike racks, and the trash
receptacles.
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CITY OF GALVESTON - BID # 23-06
ADDENDUM No. 1
Sandhill Crane Soccer Complex

In the base hid, all concrete under furnishing is accounted for in bid item 44. For all alternates,
concrete pads shall be incidental to the cost of the furnishing item as indicated on the bid form.

Clarification

Will the irrigation system be capable of adequately watering multiple fields simultaneously?
The irrigation system is designed to handle up to 300 gpm and is capable of operating more than
one zone at a time.

Clarification
Does the complex require a ground loop system?
A full ground loop system is not required; however, a full code-compliant grounding system is.

Clarification
What are the lightening protection requirements, if any?
Lightning protection is not code required.

Clarification
What are the BAS system requirements if any?
There are no BAS system requirements.

Clarification
Where/what are the requirements for the lighting controller/controls?
Field lighting shall be full MUSCO lighting and control system.

Clarification
Are the systems supposed to be hardwired or WIFI based?
Systems are to be hardwired.

Clarification
Does the restroom building require fire sprinklers and fire alarm?
Restroom building does not have fire sprinklers. Reference sheet E201 for fire alarm notes.

Clarification
Is the contractor to provide pre-engineered drawings for the wood framing/ trusses?
Reference sheet S6.03 for engineered truss drawings.



CITY OF GALVESTON - BID # 23-06
ADDENDUM No. 1
Sandhill Crane Soccer Complex

I hereby certify receipt of this addendum and have incorporated its information or changes
in preparation of my submittal.

Authorized Signature Date

Printed Name Company Name

A COPY OF THE ADDENDUM MUST BE RETURNED WITH YOUR BID!
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